Emvirenmental Management Services, Inspections,
T Assessmenty, Specifications, Al Monitoring,
Sampling. Analysis, Awarencss Training

Sepiember 24, 2014

Mr. Jorge Duran

Code Enforcement Manager
City of Victorville

14343 Civic Drive
Victorville, CA 92392

Phone: (760) 243-6509
Fax:  (760) 269-0074

Subject: Residential Structure Asbestos Survey
/(ﬂsﬂL.léé?'i“B Street, Victorville, CA
Infotox, fnc. Project # 142124

Dear Mr. Duran:

On September 18, 2014, Infotox, Inc. performed asbestos surveys of the two single story
residential structures and pool located at 15671 B Street, Victorville, CA.

The surveys were conducted in accordance with CAL/OSHA, EPA AHERA and Mojave
Desert Air Quality Management District sampling proiocols using non-destructive
representative sampling techniques.

Michael Nieuwlandt, Certified Asbestos Consultant # 92-0271, performed the asbestos
survey.

The suspect bulk material samples were delivered to an independent NVLAP approved
laboratory for analysis by Polarized Light Microscopy (PLM). The method of analysis
used has a limit of detection of 1%. CAL/OSHA defines an asbestos containing
construction material (ACCvi) as a material containing greater than 1/10 of 1% asbestos.
Other government agencies deline an asbesios containing malerial (ACM) as a material
containing greater than 1-%% ashestos.

LA Testing, 520 Mission Strect. S. Pasadena, CA, NVLAP Lab Cede: 200232-0,
performed the laboratory analysis. 'he phone number for LA Tesiing is (323) 254-9960.

Attached to this letter is a prepared inspection report that identifies in detail each of the
collected suspect materials including sample descriptions, lecations and quantities. Also
included within the survey report are independent laboratory analytical results, site
diagrams, photographic documentation. and inspector and laboratory gualifications.

9251 Qren Parkw ay, Suite § » Riverside! C88iTdrnia 925090900 - (951) 0855053 7 k1378311996543
infutova sheglohal.ney
Californin Centified Ashestos Consulbants
Calitornizi Certilied Small Business # 28470



Asbestos containing materials are not considered a health hazard until and unless asbestos
fibers are released into the atmosphere.

A fiber release may occur from many causes. Common causes of fiber release include
mechanical force, delamination after water damage, air movement over damaged
materials, etc.

Infotox, Inc. recommends that disturbance of asbestos containing materials be avoided to
prevent exposure to airborne asbestos fibers.

EPA (NESHAP) and Mojave Desert Air Quality Management District (MDAQMD)
regulations require that asbestos containing materials be removed from a structure prior to
demolition or renovation activities that may disturb the materials.

Asbestos retated work must be performed by California Licensed and Registered
Asbestos Abatement Contractors. Limited exceptions to this requirement are allowed by
various regulatory agencies. Infotox, Inc. recommends that only California Licensed and
Registered Asbestos Abatement Contractors be utilized to perform asbestos related work.

If you should have any questions regarding this report, please call our office at your
convenience.

Thank you for the opportunity to provide you with these asbestos management services.

Sincerely,
Infotox, Inc. by '

Michael A. Nieuwlandt
President

Certified Asbestos Consultant
No. 52-0271

Page - 2 14212411 .doc
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How to read the "Sample Summary Reports"
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TYPR of MATERIAL

This {8 & brief description of the collected bulk material sample.
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A word identifier for the potential for dishwbance of the sampled material (Low, Moderate, High).
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Page
Project Id:
Rapori Date:

Sample Summary Report

142124
09/24/14

TYPE OF MATERIAL

™e

% COND

Argsa ID: 16571 B ST, VICZORVILLE pian/sheet raf N/A /8 1

[ 165871 NOYEOT
PHOTOGRARE ONLY
T 16571 KOTEO2
ASBESTOS CEMENT PIPE
14 16571-01
WALL PLABTER
¢ 16571-0G2
DRYWALL AHD JOINT COMPOOND
c 16571-03
ADHESIVE
0 1657i-04
DRYWALL AND JOINT CONFOUND
0 t657t-05
WALL FLASTER
G 16571 -086
PAFER
<] 16571 -07
CEILING PANEL
1) 16571=-08
FLOOR QOVERING
¢ 18571-09
PLASTER BOARD
Asbastos 'TYE' code legend: ‘C' - chrysotile

‘CR' - crocidolita

ND

§D

'AN' - anthophyllite
'ND' - oot detected
Trzce and amounts less than 1% are reported as -13%

0.40 POOR

5.00 GCoD

0.00 PCOR

0.00 POOR

0.00 coop

0.00 FCOR

0.00 BCOR

0,00 POOR

C.00 POOR

0.00 FAIR

0.00 FCOR

lhl
Iml
iﬂcl

(By Project)

s
EASY Hice
EASY LOW
EASY HIGH
OVERNEAD HIGH
SPECIAL ECHW
EASY H0D
EABY HIGH
SASY oD
OVERHEAD Hicy
SPECIAL LOW
OVERH=ZAD HIGH

- smosite

- tremolite

- mctinolita

PHOTO OF SINGLE STORY WOOD FRANED STRUCTURE
ON SLAB. DAMAGE & DEBRIS THROUGHOUT.

ASBESTOS CEMENT PIPE NOTED FROM S/W OF HOUSE
TO SIDE WALK EAST OF GARAGE. APPROX 6 LET 4¢
OR EXPOSED TO VIEW. EST 75' BELOW GRADZ.
AESUMED ASBESTOS POSITIVE,
COLLECTED FROM AREA 1 WEST WALL § CENTER.
OVER WQQD LATH.

COLLECTED FROM ARER i CEILING @8 S5/E. ARBA i
CEILING ONLY.

COLLECTED FROM AREA 2 WEST LOWER WALL. BEHIND
DRYHALL PATCH.

COLLECTED FROM AREA Z WEST WLL PATCH. APPROX
47XB".

COLLECTED FROM AREA 2 WEST WALL OVER -06
PAPER & VWOOD LATH.

COLLECTED FROM AREA 7 WEST WALL BENIND -05
FLASEER.

COLLECTED FROM AREA 2 CEILING § K/E. WOOD
FIEER TYPE PANEL. OVER WOOD LATH & PLASTER
REMNANTS. AREAS 2,3,5,6 & 7

COLLECYTED FROM AREA 4 FLOOR @ NORTH ENTRY.

WHITE MATERIAL OVER WOOD.

COLLECTED FRCM AREA 4 CEILING @ EAST CENTER
ABOVE -10 PLASTER.



Page 2

Project Id:
Report Date:
PRI SAVPLE
o resmiora
0 16571-1i
4 16571-12
0 16571-13
0 16571-14
0 1657115
0 i6571-16
4  16571-17
a  16571-18
4 16571-19
0 16571-20
0 16571-21

142124
n9/24/14

TY?E OF MATERIAL

CEILING PLASTER

ATTIC INSULATION

WALL PLASTER

CEILING PANEL

PIPE

SHEET FLCORING

FLCOR MASTIC

SEEET FLODRING

FLOOR MASTIC

LINOLEUM

FLODR MASTIC

CEILING PLASTER

Asbestos 'TYP' code legend: 'C'

"oR"
AN
'ND'

Trace and amounts less than 1% are

Sample Summary Report

KD

chkrysotile
crocidolite
anthophyliite
rot detected

reported as -1%

0.00 PODR

-1.00 FAIR

0.00 GoOD

0.00 FAIR

9.00 FAIR

25.00 FAIR

0.00 FAIR

25,00 FAIR

0.00 FAIR

0.00 POOR

LF Y

PR
A

(3y Project)

ACCESS DIST
OVERHEAD HIGH
EASY HIGH
EASY LOW
QVERHEAD BIGH
EASY Loy
EASY oW
SPECIAL Low
SABY LOW
SPECIAL Low
ZABY LOW
EASY LOW
BPECIAL HIGH

- amosite

- tremolite

- actinolite

COLLECTED FROM AREA 4 CEILING @ SAST CENTER
OVER -09 PLASTER BOARD.

COLLECTED FROM ARER & FLOOR @ EAST CENTER.
APFEARS TO BE YERMICULLTE TYPE ATTIC ISSULA-
TION.

COLLECTED FROM AREA 5 EAST WALL CENTER, OVER
CONCRETE BLOCK. AREAS 5,6,7.8. APPRCX. 1,300
SFT.

COLLECTED FROM AREA 7 CEILING @ EAST CERTER.
APPERRS TYPICAL OF -07.

COLLECTED FROM AREA 7 WEST WALL CENTER. FUR-
NACE VENT INTO CHIMNEY.

COLLECTED FRCM AREA 7 FLOOR € WEST BNTRY.
BEIGE FLOORING OVER WOOD W/-16 MASTIC. AREA
7 GRLY.

COLLECTED FROM ARFA 7 FLOCR UNDER -15 FLOOR-
ING. TAN. AREA 7 ONLY. OVER WOOD.

COLLECYED FROM AREA 8 FLOCR € WEST ENTRY.
BEIGE FLOCRING OVER WOOD W/-18 MASTIC. AREA
8 ONLY. NOT TYPICAL OF -15. APPROX. 125 BPT.

COLLECTED FROM AREA 8 FLOOR UNDER -17 FLODR-
ING, TAR/BROWN. OVER WOOD. AREA B ONLY.

COLLECTED FROM AREA & FLOOR @ SOUTH ENTRY.
GREEN. QVER WOOD W/-20 MASTIC. AREA 8 OKLY.
APPROX. 125 SFT.

COLLECTED FROM AREA 8 FLOOR UNDER ~-19 PFLOOR-

ING. TAK. AREA 8 ONLY.

COLLECTED FROM AREA & CEILING § WEST CBNTER.
OVER PLASTER BOARD.



Paga 3
Project Id:
Report Daze:
o
¢ 1687i-22
a 18571-23
6 i6577-24
0 16571-25
T 1687 -26
7 18571-27
0 i6571-28
0 16571-29
4  16571-30
0 16571-31
¢ 18571-32

Asbestos 'TY?' code lagend: °C°

42124
09/24/714

Sample Summary Report (3y Project)

TYPE OF MATERIAL TP
0]
WINDOW GLAZING CONPOUND
ND
WINDOW GLAZIRG COMPOUND
ND
WINDOW GLAZING COMPOURD
KD
RODF MATERIAL
[+
ATTIC INSULATION
c
ROQF MABTIC
D
ROOF MATZRIAL
D
ROOF MATERIAL
(o]
RCOF MASTIC
vl
ROOF MASTIC
HD
ROCF MATERIAL
- chrysotile
'CR' - crocidolite
'AN' - anthophyllita
'NC' - no: detected

Tracae and amounts lass than % axre reportad as -1%

9.00

.00

0.00

0.00

t5.00

10.00

0.00

0.00

0.00

i
FAIR EASY Lo
FOCR EASY Lane
POOR EASY Lo
POOR OVERNEAD  HIGH
POOR TASY HIGH
GODD SFECIAL Low
POOR SPECIAL Low
FAIR SPECIAL L0
FRIR SPECIAL LOwW
GOOD SPECIAL Low
POOR SPECIAL MOD
bt - gmosita
PR® . gramolita
"AC® - petinplite

COLLECTED FROM AREA 8 WBST WINDOW. TYPICAL OF
13 BEYE. <1 SFT/PER SIET.

COLLECTED FROM AREA © MORTH WINDOW. APPEARS
TYPICAL OF -22,

COLLECTED FROM ARER 1 NORTH SIDE WEBT WINDOW.
ADPPEZARS TYPICAL OF -22,-23

COLLECTED FROM ROOF ABOVE ARER 5. ROLLED ROCF
ING TAR & FELT.

COLLECTED FROM AREA 3 CLOSET. WHITE W/GOLD.
LOOSE-FILL. POSSIBLY TYPICAL OF -11, BUT NOT
EXPOSED TC FIRE. REMAINING ATTIC AMD FIRE
DEBRTE. AAEAS 3-2. APPRON. 800 SFT.
COLLECTED FRCM AREA § ROOF @ VENT FLASHING.
GREV/ELACK. NOTED 3 PENETRATORS, REPAIRS,
FLASHNGS & PARAPETS, APPROX 75 SFT.

COLLECTED FROM AREA 9 ROOF & SOUTH CENTER.

TCP LAYER. ROLLED ROOFING, TARS & FELTS.

COLLECTED FROM AREA 9 ROOF @ SOUTH CENTER.
LOWER LAYER. ROLLED RODFING, TARS & FELYS,

COLLECTED FRCK ROOF ABOVE RREA 8. APPEARS
TYPICAL OF -22. SBE -22 FOR QUANTITIY.

COLLECTED FROM ROCF ABCVE AREA 8. LAP CEMENT.
HOTED @ ROLLED RCOFING SIANS.

COLLECTED FROM ROOF ABQVE AREA 8. TOP LAYER.
ROLLED ROOFIRNG, TARB & FELTS.



Paga 4
Project Id:
Report Date:
PRI  SAMPLE
1 16571-33
o 16571-34
0 16571-35
0 16571-36
¢ 16571-37
0 16571-38
oD 168571-39
0 16571-40
0 16571-4%

Number of Samples Reported in this 4 page report is

Asbastos 'TYP' coda legend:

Trace and amounts iess than 1% are

142124
09/24/14

TYPE OF MATERIAL

ROOF MATERIAL

ROOF MATERIAL

PAPER

ROOFING FELT

STUCCh

STUCCO

ETOCCO

ST0CCO

SMICCO

lcl

or!
le
"Nt

Sample Summary Report (By Project)

rysotila
~ erocidolite
anthophyllite
~ not detected

reported as -1%

0.00

0.00

0.00

0.00

0.0

0.00

.00

COND ACCESB DIST
POOR EPECTIAL MOD
FAIR SPECIAL MOD

FAIR SPECIAL i fals)

FAIR SPECIAL MOD

FAIR EASY MOE
FAIR EASY MOD
FAIR BASY MOD
FRIR BABY MCD
POOR EASY HIGH
A" - amoslte
'TR' - tremolite
'AC' - actinolite

COLLECTED FROM RCOF ABQVE AREA 8. LOWER LAYER
ROLLED ROOFING TARE & FELTS. AREAS 1-9.
LOWER LAYEK & DEBRTS. APPROX. 1,100 SPT.
COLLECTED FROM ROOF ABOVE AREA 7 S/E CORMER.
BELOW CLAY 7ILE RCOF.

COLLECTED FAOM ROOF @ S0UTH EDGE CENTER OF
TILE ROCF @ AREA 7. TARE & FELT.

COLLECTED FROM ROOF @ NORTH EDGE CENTER.

COLLECTED FROM EXTERIOR WALL @ N/E CORNER OF
ARZA 1.

COLLECTED FROM EXTERICR WALL € K/E CORNER OF
AREA 2.

COLLECTED FROM EXTERIOR WALL @ S/E CORNER OF
AREA 7.

COLLECTED FROM WEST EXTERIOR WALL @ AREA 8.

COLLECTED FROM EXTERIOR WALL OF GARAGE @ EABT
CENTER .
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Page 1

Project Id: 142124
Report Date: 09/24/14

TYPE OF MATERIAL

Sample Summary Report

Arez ID: 16571 B 5T, VICTORVILLE plan/sheet ref N/A /B 1

7 16571 NOTED2

4 165T71-12
4 18571-17
4 16571-19
1 16571 -26
T 16571-27
4 16571-30
1 16571-33

Number of Samples

ASBESTOS CEMENT PIPE

WARLL PLASTER

SHEET FLOORING

LINOLELM

ATTIC INSULATION

RODF MASTIC

ROOS MASTIC

ROCF MATERIAL

Reported in this

hsbeatos 'TYP' code legend: 'C'

Trace and amounts

Icgl

lA“I

INDI
less than i% are

T =
€ 5.00 GDOD EASY Low
C -1.D00 FAIR EASY LOW
c 25.00 FAIR EASY LOW
c 25.00 FAIR EASY Low
c 15.00 POOR EASY HIGH
c 10,920 GOID SPECIAL LOW
c 8.00 FAIR SPECIAL LOwW
c 8.00 BOOR SPECIAL MOD

1 page rspeorkt is --—===> B8 .

- ghrysotile Al ~ amosite

- grocidolize 'TR' - tremoclite

- anthophyllite ‘AC" - actinolite

- not detected
reporzed as -1%

{Asbestos Positive By Project)

ASBESTOS CEMENT PIPE NOTED FROM 8/W OF HOUSE
T0 SIDE WALK EAST OF GARAGE. APPROX 6 LFT 4"
0D EXPOSED TO VIEW. EST 75' BELOW GRADE.
ASSUMED ASBESTOS POSITIVE.

COLLECTED FROM AREA 5 EAST WALL CENTER, OVER
CONCRETE BLOCK. AREAS 5,6,7,8. APPROX. 1,300
SFT.

COLLECTED FROM AREA 8 FLOOR @ WEST ENTRY.
BEIGE FLOORING OVER WOOD W/-18 MASTIC. AREA
8 ONLY. NOT TYPICAL OF -15. APPROX. 125 SFT.

COLLECTED FROM AREA 8 FLOOR @ SOUTH ENIRY.
GREEN. OVER WOOD W/-20 MASTIC. AREA 8 ONLY.
AFPROCX. 128 8FT.

COLLECTED FROM AREA 5 CLOSEY. WHITE W/GOLD.
LCOSE-FILL. POSSIBLY TYPICAL OF -11, BUT NOT
EXPOSED TO FIRE. REMAINING AITIC AND FIRE
DEZBRIS. AREAS 3-%. APFROX. BOD SFT.
COLLECTED FROM AREA 9 ROOT € VENT FLASHING.
GREY/BLACK, NOTED € PENETRATONS, REPAIRS,
PLASHNGS & PARAPETS. AFFROX 75 SFT.

COLLECTED FROM ROOF ABOVE AREA 8. AFPEARS
TYPICAL OF -22. SEE -22 FOR QUANTITIY.

COLLECTEDL FROM ROOF ABOVE AREA 8. LOWER LAYER
ROLLED ROOFING TARS & FELTE. ARERS 1-5,
LOWER LAYER & DEBRIS. AFPROX. 1,100 SFT.
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=37

24
North
-01 Area1
-38
07
-03 -04
-05 -08 Area 2
Area 3
All Dimensions are Approximate -og-0®
Scale: 118"= 1' Aread -10
-1t
10 Area B
-XX = Sample Collection Location
-XX* = Roof Sample g -36°
Area b Parch
=12
-26
-14
Area7 -13
Area 8 -17 -18 -15-16
-22 -21 -34* -35*
41 -40 -30" -31* -39
19-20 -32*-33*
-23
Areap 27" -28°
Detached Garage Resid

15671 B Street, Victorville, CA
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LA Testing LA Teating Order: 321417181

&20 Misslon Streat, South Pasadena, CA #1030 CusiomariD: S2INFORD
PhonefFax  (323) 254-8850 / (323) 254-D982 CustomaPD;
TESTING -
[ At Michael Nleuwiandt — (951) 6855063

Infotox, Inc. Fax

9251 Orco Parkway Recaived: 088714 1:30 P

Sulte J e Emm

Riverside, CA 92509 b ¢

Projsct 168718 Bt Victorvifia42124

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-83/118 Method using

Polarized Light Microscopy
HNon-Asbestcs &apsator
18871-01-Finlsh Wall Plastzsr Ten/Grasn 100% Non-flbrous (other) Hone Datactad
Cost Nen-Flbrous
S24SITIND007 ”
1887 i-01-5apo Gost Wall Pisgisr Ten 10036 Non-fibrous (oliver) Nene Dotected
. Non-Fihrolss
L2941TIND00IA ; )
16571-02-Drywsll Dirywalt + Joint Brown/ivhiie 15% Galivicse 85% Non-fibrous (other) Nons Detected
Firous
221417183-0002 Hotorogenacus
16871-02-Joint Dirywel + Jolnt Wiite 100% Non-fibrous (other) Hone Detected
Compound Non-Fibrous
3249718100024 -
16571-03 Adhssive (Only)  Brown 100% Mon-fibroza (other’ None Detectsg
S244TTIBIG003 Mon-Flbrous
Homogensous
9571-04-Comp Drywall + Joint Brown/Whiio 10% Callidone 809% Non-fitroua (olher) Hone Detected
{Composie) Fiwons
ILITIBIO004 Hed
Tois ia & compouto resull of waliboand, jt. copoamnd, and tp2
18671-05-Comp Wall Plasier GragTan 00% Nom-flbrous (other} HNons Detettad
FC&BC (Composita) Mon-Fibrows
E21417181-0005 H
18671-03 Fapar EBrown 88% Callukea 5% Non-fibraus {cther) None Detocted
S21497101.0006 Fibrous
Hamogenaous
Aralysils) %
Rose Mendoza (9) Jery Drapaia Ph.D, Laboraiory Maneger
Rafk Vartenian, Fh.D (35) or cther approved signatosy

EMSL matintaing Jeniiity Bmited 10 cost of wnstysis. mwmwhuma;wmmymummwmu.wmmwmsm EMBL baars no
rasponsibl mmmmmumwummlm. & use of (et rasudts m the rasponsibilily of tho allanl. This repor mast not be used by the cllant to clsim
praduct appmoasd, or andorsement by HYLAF, REST ar any ngenay of s 7aderal govammant. Nonfrighie oryanionity bound metadiels 2 problers mebbiand thamdors EMSL
FECOMMENds grandmebic mdustion pricr io aneyols. Sampiss pasbad (n puod condiien wiisss othoryise naed. Eglimated scouraty, procislon erd uncarisinly dirta swveltabls pon requast. Linices
squesid by the elend, buliding materiols manufacred wil smelizie layars (Lo, iolsury, waltboard, alc.} 2w repoad ¢ a singla ssmeio. Rrporting mit Ip 1%

Sconples ersyed iny LA Taslng South Pasadene, CA KVLAP Leh Gode 20023240, CA ELAP 2283

[ Infilal rapost from HW2R2014 17:08:10

TastReport PLEA-7.28.0 Printed: 9/23/2014 50810 PM




LA Testing LA Testing Order: 321417181
520 Mission Straet, South Pasadens, CA 91030 CusiomeriD: 32INFOB0
PllomIFu: (323) 234-5850 / [323) 254-0082 CuslomerPO:
TES TINGi lit/vees LATesling.com ProjectiD: J
[ )
Ain Michael Niguwlandt Phone: (851) 636-5053
Infotox, Inc. Fax:
9251 Orco Parkway Recahc: 091014 1:30PM
Suite J Anglysis Date:  9/23/2014
Collacted: 9N82014
Riverside, CA 92509
P 18571 B 8t. Victorvilio/42124 )
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Ashastog Aahostos
! Descrl rance % Typp
1857107 Celling Panel BrownWhita 05% Cellulose 5% Non-fibrous (othar) None Detected
(Composite) Flbrous
3214171910007 H
16571-08 Floor Coverage Tan/Black 6% Cellulose 5% Mica None Detected
Non-Fibrous 80% Non-fibrous {(cthe
14171810008 H {other)
16571-00 Plaster Board Tan/\White 10% Cellulose 80% Nen-fibrous {other) None Detectod
Fibrous
2541T181-0000
“ Heterogeneous
18571-10-Comp ?&? Piaster GrayTan 100% Non-fibrous (cther) None Detected
posite) Mon-Flbrous
2214171810010 H
16671-11 Attic Insulation Brown/Ten 85% Mica None Detected
32141T 110011 (onlﬂ Nm'ﬁbm 15% ml’km (ﬂhﬂn
Homogeneous
18571-12-Comp Wall Plaster Gray 100% Non-fibrous (other) <1% Chrysgotile
TR0 (Compoaite) Non-Fibrous
Homogensous
1857113 cgillng Panel Brown/Tan 85% Cefluloso 15% Non-fitwous (other) None Detected
(Camposiis) Fibrous
A21417181-0013 I
18571-14 Pipe Tan 100% Non-flbrous (other) None Detacted
Non-Flbrous
B1417181-0014 Homog
Anelyst(s)
FRosa Mendoza (9) Jesry Drapala Ph.D, Laboratory Menager
Rafk Vestanian, Ph.D (36) or other approved eignatory
EMSL fvaintaing tiability Emited to cost of smalysis. This report releies only 10 the samples mparted and may not ba reproduced, oxsep! In fudl, wiihout written approval by EMSL. EWMEL bears no
rosponsl for sample coliecilon activitias of enalylicat mathod limitations, Intemmtation and uss of test rasulls are the respensibilily of the client, mnmmumuwwwmmdﬂm
m«mmwm.umwmmmurumm Non-iriabis arganlcaty bound malenals presant a problern metrixand therefore EMS1
reduction prior o conditicn uniess oiharwise nolad. E , precis untevzinty daia svelizbla upan requeat. Uniaas
mwwhmummmm-mmmummunmmum wellboard, eic.) ame reported s A singla sempie. Reporting limit Is 1%
Samplas anatyzed by LA Testing South Pasedons, GA NVLAP Leb Coda 200232-D, CA ELAP 22683
[ métil report from 08/2372014 17:06:10 ]

TestReport PLM-7.28.8 Printed: 9/23/2014 520810 PM




LA Testing LA Tasing Order: 324417181
320 Misclen Sroei, Zouth Pagadens, CA B1030 CustomeriD: SRANFOSD
Phona/Fmx  (323) 254-9680 / (323) 254-8982 CustomerPO;
ProjactiD: J
[ Atm ichael Nieuwlandt Phone: (@1) ea-0083
infotax, Ine. ;::am 0R¥BM4 1:30 P
9261 Orco Parkway ' ;
Sulte J Anglysls Dais:  8/23/2014
Caleclad: eHaR014
Riverside, CA 92608
Projact: 18671 B 8¢, Victorvillel42124

Test Report: Asbestos Analysis of Butk Materlals via EPA 600/R-93/116 Mathod using

Polarized Light Microscopy
£sbeaios
18571-156 Shest Floortnp Brovn/Ten 5% Guns 5% Non-fibrous (ofhen) Rons Datscted
S2HLTTHOID016 lFbi Foua
18574-18 Floor Maafic Ten 100% Non-firous (other) ¥one Detected
Nan-Fibrous
321417010070 —
18571-17 Sheet Flouring Belge 76% Kon-fibrous (ofher) 25% Chryseotlle
Fibrous
S24ITIBI-0017 Hok
i8a87{-18 Floor Mastic Tan 100% Nos-fibeous {other) HNons Detected
Mon-Fibrous
14171010018 !
13871-12 Linoleurn GrayiTen 8% Cadilvicsa 70% Mon-fibrous (ether) 22% Chrysotils
" Fibrous
2ICTTI81-0010
1857120 Floor Mastic Broum 100% WNon-fibrous (othar) Rione Detected
2214171810020 zm
1@871-21 Ceiling Ploster GragTan 100% RMon-fibrous (othsr) None Bztacied
RS (Cniy Composite}  [won-Fibrous
185122 Window Giazing Tan 100% Non-fibrous (athar) None Dotected
en-Fibrove
32441T185-0022
Analyst(s) -
Rosa Mendozs {0) Jarry Drepela Ph.D, Laboratory Manager
Reffk Vartanian, Ph.D (36) or other epproved signalony

EMSL maintaing Hiabilly SmMad to coat of analysic. This mpert relztas ony to e semyiss mporisd and may not bereproducad, excapt in full, witoul wiitien epproval by ERSL. EMSL besre no

mmmmmhw-mmmumn mmmdmmnﬂmdhm This mpon must not ba uead by tha cierd 10 daim

product X , arandoroement MY Nonilabla bound rsberids prazant a probiom mabi:xend therefore EMSL
conditlon urdzes otharwise notad. Eadmated socumcy, mmnm:urgmukbhmmm

mmmnmunmmwnmuammmmgmu

Eamping analyzed by LA Taating Sculh Pasedens, CA NVLAP Lsb Cods 2002920, CA ELAP 2263

[ tnitlel report from DR/23/2014 17:08:10

)

TestRaport PLRI-7.28.8 Printed: 8/23/2014 5:08:10 Pi



LA Testing LA Testing Order: 321417181
520 Misslon Streat, South Pasadena, CA #1030 CustomariD: 2ZINFOS0
Phone/Fax  (323) 254-8960 / (329) 254-0582 CugtomarPO:
TES TING hite:wew.LATesting com ProjestiD:
At Michael Nleuwlandt Phens: (R5T) 665-5053 A
Infotox, Inc. Fax:
9251 Orco Parkway Received: 0D/M9/14 1:30 PM
Suite J Anclysls Date:  9/23/2014
Gollected: 812014
Riverside, CA 92509 "
L Project: 16571 B 8t Victorvilla/142124 y

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using

Polarized Light Microscopy
Ashestos
noe R ros —m
16571-23 Window Glazing Tan 100% Non-fibrous (other) None Detected
Nen-Fibrous
3214171810023 Hist
18571-24 Window Glazing Beige 100% Non-fibrous (ather) None Datectod
Non-Fibrous
2214171810024 Hek
18571-25-Comp Rool Material White/Black 16% Glass 858% Non-flbrous (other) None Detected
3214171010025 (E:c::lnrl oslte} ':'m
16671-26 Attic Insulation Gray 5% Cellulose 80% Non-fibrous (other) 158% Chrysotfle
Fibrous
S2141T191-0028 i
1687127 Roof Mastic (Only) GrayBlack 0% Non-flbrous (other) 10% Chrysotile
Fibrous
sraITIR002? H
18571-28-Comp Roof Matartal White/Black 15% Glass 85% Non-fibrous {other) None Detectad
(Composile) Fibrous
1
417181-0028 Helerogeneous.
16671-28-Comp Roof Matarial ‘Whita/Black 10% Cellulose 80% Non-fibrous (other) None Detected
3014171810020 (Compostie} ﬁblm'
18571-30 Roof Mastic GrayBlack 2% Non-fitrous (other) 2% Chrysotite
Non-Fibrous
321417180030 Het
Analysi(s)
Rosa Mendozs (0) Jetry Drapsla Ph.D, Laboratory Manager
Rafik Vertanian, Ph.D (36) or othver approved signatory

EMSL meintains Habilly Hmled to cost of anaiysis. This rapor releies oy o iha samples mported and may not be reproducad, axcepd In fifl, without wiitien spprovel by EMSL. EMEL bears no
%mmm anhyticsl mathod limitatans.
product epprovel, or endarsement by NVILAP, NIST ar any agency of the fadaral governmenl. Nondfriahls oganicatly bound

Sampies enalyzed by LA Testing South Pesadana, CA NVLAP Lsb Code 200232-0, CA ELAP 2283

[ Intliel report from 09/23/2014 17:08:10 ]
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LA T“tll'lg LA Tesiing Ordar: 321417181

E20 Misslon Strest, South Pasaduna, CA 99830 CuatomeriD: 32INFOB0
Phona/Fax  (323) 254-8960 / (323) 264-9882 CustomerPQ:
Tmmmm RO piiatasiing o k m J
At pichael Nieuwiandt Phone: (851) 885-5052

; s ne. ;:ud 0/19/14 1:30 PO

$281 0co Pakeey .

Riverside, CA 92508 e

Proect 18571 B 5t Victorvilef{4242¢

Test Repoit: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using

Polarized Light Microscopy
Eobirgton,
18671-2% Rost MasHe Siack #00% Nen-ibrous (ofhar} Home Dedacted
Mon-Flbrous
SHEIT01L081 : =
18571-32-Raol Reof Rintesta] Vhilte/Sleck 15% Glass 85% Non-fibrous (oher) None Dotected
Tiaterigt-f FErous
2141700092 Het -
16571-32-Roof Roof kMateris! Black 5% Glass 85% Non-fikzous {olher) HNono Dotected
Wiatorial-2 Fibroue
SEMETTION00524 oun
18671-33-Roof Roaf Makarisi Biack 10% Celhdose 80% Nen-fibrous {oiher) None Detoctod
Rinlariel 1 Non-Fibrous
22141T181-0038 Het
16571-33-Roaf Reof Mabertal Black 22% Non-fbrous (other) &% Chrysoiils
hMatedal 2 Flbrous
SRA4T7I81-0633A -
18571-34-Comg: Roof Melerial Brown/Black 26% Calllose 75% Non-fibrous (other) Hone Detacted
RATI1-0084 (Eueriorl } lml ;
18574-38 Peper Brovm/Gray 35% Csiulosa 35% MNon-fibrous (ofher) HNone Deiacied
Flrous
32
14171810035 et
i8571-38 Roof Fait Tan/Bleck 33% Cadliulcra 26% Non-fibrous (other) None Detected
Non-Fibrous
F181-0030
14110
Anaiyst{s) W
Rosa Mendoza {9) Jerry Drapaia Ph.D, Laboratocy Manager
Raftk Vertanien, Ph.D {38) or cther approved signadory
EMSL maintalns lxbitty imiled to cost of analysis. mmmmuumwmmumthmmwmu without weition eppronel by EMSL. ERASL besrs no
mmn:nmmﬂmw malhed Imistions. mnummmummunwmwfmmn This report must nodbe usad by dite cliant i claim
mmnwonmwhmu%s. p‘l:frnrmy mmem-mmam mm;-m ”“&’.mwwm
raquesied by tha chient, buliding makials mwmnmmuwm waiboRsc, ulo,) e repostad 28 = single sample. Reporting B

Eamptes aniyzed by LA Teeting Sous Fesadens, CA NVLAP Lab Coge 2002320, C4 SLAP 2283

l inital raport from 08/23/2014 17:08:10

TestReport PLM-728.2 Prinied: 8/2%2014 5:08:10 PM




LA Testing LA Testing Order: 321417161
520 Miesion Strest, South Pasadana, CA 91030 CustomeriD: 32INFOS0
Phona/Faxe  (323) 254-2980 / (323) 254-0082 CustpmerPO:

TES TINIG bttw:tiwew [ATostingcon

DARACensth Mt gtesing. ool i D: |
(A Michael Nisuwiandt (@t s85.0080
Infotox, Inc. ::,; - .
;fl?t"egm P d Analysis Date: 9232014
Riverside, CA 92609 Colected:  WHA2014
| Project: 18571 B BL. Victorviliofi42124

Test Report: Asbastos Analysis of Bulk Materials via EPA 600/R-93/116 Method using

Polarized Light Microscopy
Non-Ashssipn Aahestos
Saing o i e h _RON-rInrous m
16571-37 Stucco Gray 1 Non-fibrous (cther) None Detected
321417481-0657 Non-Flrous
Homogenaous .
16671-38-Comp Stucco (Composalie) Gy 100% Mon-fibrous {other) None Detactod
2214171810038 Noa-Fibrous
Homogenacus
16571-39-Comp Btucco {Composiie) GrayWhite . 100% Nen-fibrous (cther) None Detectad
Non-Flbrous
R1417181-005% Het
417181
18571-40-Comp Stucco {Composlie) Gray/White 100% Non-fibrous (other) None Detected
Non-Fibrous
$21417101-0040
Heterogeneous
16571-41-Comp Shuceo (Composits) Gray 100% Non-fbrous (ther) None Detected
Non-Fibrous
214171010041 Hat
Analysi(g)
Rosa Mendoza (8} Jorry Drapala Ph.D, Leboratory Manager
Rafik Vartanian, Ph.D (36) or other approved signatory
EMEL maintains Eablity fmited to cost of ansiysis, Thia nspart relates oniy o the sampies reportad and may not be repmoduced, except in ull, without wiitien approval by EMSL. EMSL baars ng
reeponsil hmmmﬁummmmmmm. o ard use ol 4ast resulls are the respansibily of the client. This report muat not ba usad by the ollant to dlaim
product 3 of orlommaimant by , NIST or any agency of the fedarsl govamment.  Non-friable agenicaily bound matorizls present & makixand therefors EMGL
recommands aravimelic recuciion prior 6 analysis. Sempies nceivad in poaad condlbion uniass otharwise nated. Estimaied sccuracy, procision snd unsrainty dele availbile upon fequest. Unisss

Tequesied by tha cilant, bulding mieriels menutactursd with multiple layers 6. Iinolsum, walbozrd, 60, 696 reported 85 8 aingla sample. Reparting Enitls 1%
Barmpies analyzed by LA Tasting South Pasadene, CA NVLAP Lab Coda 2002330, GA ELAP 2293

[ Inifizl report from 09/23/2014 17:08:10 ]

TestReport PLM-7.25.9 Printed: 8/23/2014 5:08:10 PM THIS IS THE LAST PAGE OF THE REPORT. 6
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OrderID: 321417181

R ‘rmmmrlm v ‘
_u DN

ool B N -1 'AT w o 3 S did. LAl '., =L

11 AHERA 40 FR, Part 703 u] - ASTM D 6765 .
[] NIOBH 7402 3 Wipa - AGTM D84t
180 10312 . 5
Bk nmmmmm-ﬁm
L] TEM BPA NOS L] PLM CARS 435 - B (0.1% ssnaliviy)
1 400 (<0.25%) £ 4000 {<0.1%) L] NYS KOB 168.4 (non-Frisbie-NY) ] TEM GARB 435 - B.(X1% sonsitviy)
Polnt Count wGrsvimetic _ - | ) 7EM CARS 435 - C (0.01% sermiiviy)
[] 400 (<0.25%) L] 1000 (<0.1%) 3 TEM Qusl. via Fitretion Technigue
1 NS 158.1 (risbla in NY) | ) THM Guid. vis Drop-Mount Technigns

/6521-8 (| evrtie Pensren : .«xjﬁm gfeefry
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OrderID: 321417181 :
ML M:L

331417181 Bulk Sample Data Sheet
Company Name:  Infotox, Inc. S
Projoct Number: [ £2. 9 Number of Ssmples: __ [

ProjectReterence: /4 S 7/ B S, (//CmmRpiCLE

Contaet: _ Mike Nieuwjands Phonef: (951) 685-5053  Fa# (951)277-354)




OrderID: 321417181 Pmﬁ of 5
321417181 Bulk Samplie Daia Sheet T

Company Name:  Infotox, uc. Lab ID t

Projeet Nember: __/ Y2 /2 & Nuwber of Sumples: __ ¥/

Project Reference: S S7 ! /

Contaet: _Mike Nisuwlandt Phone#: (951)685-5053  Fak (951) 277-3543

~ IS PAPEL.

I\ lons FELT

-;? Y

-~ L ; ) ]
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Commenis:

Recelved By: Datet____ Time
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DEPARTMENT OF INDUSTRIAL
Division of Occupational and Heslth
Asbestos Unit

2424 Azden Way, Sule 453

Sacremento,
(916) 574-2993 Office _(916)483-05?2?::

CA 938232417

207010271C 13
July 14, 2014
Michael A Nleuwlandt
23504 Cantara Rd.
Tomescal Valley 'CA 92883

Dear Certified Asbesios Consultant or Techniclian:

Enclosed is your certification card. To maintain your certification, you must abide by the
rules printed on the back of the certification card.

Your certification is valid for a period of one year. If you wish to renew your certification, you
must apply for renewal at least 80 days bsfore the expiration date shown on your card.
{8 CCR 341.15(h)(1)].

Please hold and do not send copies of your required AHERA refresher renewal certificates to
our office until you apply for renewal of your certification.

Certificates must be kept current if you are actively working as a CAC. or CSST. The grace
period is only for those who are not actively working 28 an asbestos consuitant or site
surveillance technician.

Please conftact our office at the above address, fax number or small; of any changes [n your
contact/mailing informnation within 15 days of the change.

Sifigerely,

Jeff Ferrell
Senior Safety Engineer

Attachment: Cettification Card
ce: Flia

Renswsl = Cand Attached (Revised 10/24/2012)
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